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Current Water Quality CCR 

The City of Galena is committed to providing the highest quality drinking water to its 3,308 
residents and 342 businesses.  Our water is sampled frequently according to strict Environmental 
Protection Agency (EPA) regulations. This report is intended to provide you with important 
information about your drinking water and the efforts made by the U.S. Water to provide safe 
drinking water. The source of drinking water used by Galena is groundwater. Please contact 
Andrew Schuler, Project Manager, at (815) 777-9315 if you have additional questions.  City of 
Galena meetings are held at 6:30 pm on the second and fourth Mondays of each month and offer 
opportunities for public participation in decisions that may affect the quality of the water. 
 
Este informe contiene información muy importante sobre el agua que usted bebe. Tradúzcalo ó 
hable con alguien que lo entienda bien. 

SOURCE OF DRINKING WATER 

The sources of drinking water (both tap water and bottled water) include rivers, lakes, streams, 
ponds, reservoirs, springs, and groundwater wells. As water travels over the surface of the land 
or through the ground, it dissolves naturally occurring minerals and, in some cases, radioactive 
material, and can pick up substances resulting from the presence of animals or from human 
activity. 

Contaminants that may be present in source water include: 
• Microbial contaminants, such as viruses and bacteria, may come from sewage treatment 

plants, septic systems, agricultural livestock operations and wildlife. 
• Inorganic contaminants, such as salts and metals, which can be naturally occurring or 

result from urban storm water runoff, industrial, or domestic wastewater discharges, oil 
and gas production, mining, or farming. 

• Pesticides and herbicides, which may come from a variety of sources such as agriculture, 
urban storm water runoff, and residential uses. 

• Organic chemical contaminants, including synthetic and volatile organic chemicals, which 
are by-products of industrial processes and petroleum production, and can also come from 
gas stations, urban storm water runoff, and septic systems. 

• Radioactive contaminants, which can be naturally occurring or be the result of oil and gas 
production and mining activities. 

Drinking water, including bottled water, may reasonably be expected to contain at least some 
small amounts of contaminants. The presence of contaminants does not necessarily indicate that 
water poses a health risk. More information about contaminants and potential health effects can 
be obtained by calling EPA’s Safe Drinking Water Hotline at (800) 426-4791. 

To ensure that tap water is safe to drink, EPA prescribes regulations which limit the number of 
certain contaminants in water provided by public water systems. FDA regulations establish limits 
for contaminants in bottled water which must provide the same protection for public health. 
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Some people may be more vulnerable to contaminants in drinking water than the general 
population. Immuno-compromised persons such as persons with cancer undergoing 
chemotherapy, persons who have undergone organ transplants, people with HIV/AIDS or other 
immune system disorders, some elderly and infants can be particularly at risk from infections. 
These people should seek advice about drinking water from their health care providers. 
EPA/CDC guidelines on appropriate means to lessen the risk of infection by Cryptosporidium 
and other microbial contaminants are available from the Safe Drinking Water Hotline (800-426-
4791). 
 
Lead can cause serious health problems, especially for pregnant women and young 
children. Lead in drinking water is primarily from materials and components associated with 
service lines and home plumbing. The City of Galena is responsible for providing high quality 
drinking water and removing lead pipes, but cannot control the variety of materials used in 
plumbing components in your home. You share the responsibility for protecting yourself and 
your family from the lead in your home plumbing. You can take responsibility by identifying and 
removing lead materials within your home plumbing and taking steps to reduce your family's 
risk. Before drinking tap water, flush your pipes for several minutes by running your tap, taking 
a shower, doing laundry or a load of dishes. You can also use a filter certified by an American 
National Standards Institute accredited certifiers to reduce lead in drinking water. If you are 
concerned about lead in your water, you may wish to have your water tested, contact the City of 
Galena Project Manager, Andrew Schuler, at (815) 777-9315. Information on lead in drinking 
water, testing methods, and steps you can take to minimize exposure is available at 
http://www.epa.gov/safewater/lead.  
 

SOURCE WATER ASSESSMENT SUMMARY 

The City of Galena (IL0850200) utilizes three active community water supply wells. Wells #5, #6, 
and #7 (Illinois EPA #11739, #11740, #01535 respectively) produce approximately .442 million 
gallons per day delivered to 1,721 service connections and serve an estimated population of 
3,308 individuals in Galena.  

Based on information obtained in a Well Site Survey published in 1989 by the Illinois EPA, 
several potential secondary sources are located within 1,000 feet of the wells. The Illinois EPA 
has determined that the Galena Community Water Supply's source water has a low 
susceptibility to contamination. This determination is based on several criteria, including 
monitoring conducted at the wells, monitoring conducted at the entry point to the distribution 
system, and available hydrogeologic data on the wells. 
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2025 REGULATED CONTAMINANTS DETECTED 

DEFINITIONS 
Action Level (AL) - The concentration of a contaminant which, if exceeded, triggers treatment or other 
requirements which a water system must follow.  

Action Level Goal (ALG) - The level of a contaminant in drinking water below which there is no known or 
expected risk to health. ALG's allow for a margin of safety. 

Definitions: The following tables contain scientific terms and measures, some of which may require 
explanation. 

Maximum Contaminant Level (MCL): The highest level of a contaminant that is allowed in drinking water. 
MCL's are set as close to the Maximum Contaminant Level Goal as feasible using the best available 
treatment technology. 

Maximum Contaminant Level Goal (MCLG): The level of a contaminant in drinking water below which 
there is no known or expected risk to health. MCLG's allow for a margin of safety. 

ppm: milligrams per liter or parts per million—or one ounce in 7,350 gallons of water. 

ND: No Detection 

ppb: micrograms per liter or parts per billion—or one ounce in 7,350,000 gallons of water.  

ppt: nanograms per liter or parts per trillion—or one ounce in 7.35 trillion gallons of water. 

N/A: not applicable. 

Avg: Regulatory compliance with some MCLs is based on running annual average of monthly samples.  

Maximum Residual Disinfectant Level (MRDL): The highest level of disinfectant allowed in drinking 
water. 

Maximum Residual Disinfectant Level Goal (MRDLG): The level of disinfectant in drinking water below 
which there is no known or expected risk to health.  MRDLG's allow for a margin of safety. 

pCi/L: Picocuries per liter (a measure of radioactivity). 

Health Guidance: A non-enforceable recommendation or advisory level established by health or 
environmental agencies, indicating the concentration of per- and polyfluoroalkyl substances (PFAS) in 
drinking water or other media below which adverse health effects are not expected over a lifetime of 
exposure. It incorporates a margin of safety and is based on scientific studies, often serving as a 
benchmark for risk assessment and regulatory decisions. 
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WATER QUALITY TEST RESULTS 
 
COPPER - Date Sampled: 2025 

COPPER MCLG COPPER ACTION LEVEL 
(AL) 

COPPER 90TH 
PERCENTILE 

# SITES OVER COPPER 
AL 

Violation 

1.3 ppm 1.3 ppm 0.226 ppm 0 N 

LIKELY SOURCE OF CONTAMINATION: Corrosion of household plumbing systems; erosion of natural deposits. 
 
LEAD - Date Sampled:2025 

LEAD MCLG LEAD ACTION LEVEL 
(AL) LEAD 90TH PERCENTILE # SITES OVER LEAD AL 

Violation 

0 15 ppb 5.02 ppb 1 N 

LIKELY SOURCE OF CONTAMINATION: Corrosion of household plumbing systems; erosion of natural deposits. 
 

Copper Range: 2.75 ug/L to 433 ug/L 
Lead Range: ND (<5.0) to 16.4 ug/L 
 
The lead and copper levels reported above are from samples collected at individual customer 
taps. These results reflect potential lead or copper from the homeowner’s own service line, 
plumbing and fixtures rather than from the water supplied by our system. 
 
Our community water supply has developed a service line material inventory. To obtain a copy 
of the system’s service line inventory please go to 
www.cityofgalena.org/media/cms/2026_Lead_Service_Line_Inventory__G_BE39C7D13478C.p
df 
 
The most recent lead tap sampling results are available for review by going to Illinois Water 
Watch at https://water.epa.state.il.us/dww/index.jsp . Water System No. IL0850200. For sample 
class select samples by analyte. Choose the dates you are interested in the search for samples. 
Scroll to lead. 
 
Infants and children who drink water containing lead in excess of the action level could 
experience delays in their physical or mental development. Children could show slight deficits in 
attention span and learning abilities. Adults who drink this water over many years could develop 
kidney problems or high blood pressure. 
 
 
 
 
 
 
 
 

http://www.cityofgalena.org/media/cms/2026_Lead_Service_Line_Inventory__G_BE39C7D13478C.pdf
http://www.cityofgalena.org/media/cms/2026_Lead_Service_Line_Inventory__G_BE39C7D13478C.pdf
https://water.epa.state.il.us/dww/index.jsp
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DISINFECTANTS & DISINFECTION BY-PRODUCTS 

NAME COLLECTION 
DATE 

HIGHEST 
LEVEL 
DETECTED 

RANGE OF 
LEVELS 
DETECTED 

MCLG MCL UNITS VIOLATION 
LIKELY SOURCE 
OF 
CONTAMINANT 

Chlorine 2025 1.2 0.66 – 1.2 MRDLG= 4 MRDL
= 4 

ppm NO Water additive 
used to control 
microbes 

Haloacetic Acids 
(HAA5) 

2025 0.86 0.86 – 0.86 N/A 60 ppb NO By-product of 
drinking water 
disinfection 

Total 
Trihalomethanes 
(TTHM) 

2025 2.2 2.2 – 2.2 N/A 80 ppb NO By-product of 
drinking water 
disinfection 

INORGANIC CONTAMINANTS 

NAME COLLECTIO
N DATE 

HIGHEST 
LEVEL 
DETECTED 

RANGE OF 
LEVELS 
DETECTED 

MCLG MCL UNITS VIOLATION LIKELY SOURCE OF 
CONTAMINANT 

Arsenic 07/23/2024 .215 0.134 – 
0.215 0 10 ppb no 

Erosion from naturally 
occurring deposits; 
Runoff from glass and 
electronics production 
wastes. 

Barium  
 07/23/2024 0.133 0.114 – 

0.133 2  2  ppm  No  

Discharge of drilling 
wastes; Discharge from 
metal refineries; Erosion 
of natural deposits  

Chromium 

07/23/2024 3.68 2.88 – 3.68 100 100 Ppb  No 
Discharge from steel and 
pulp mills; Erosion of 
natural deposits. 

Fluoride  
 07/23/2024 .77 0.36-0.77 4  4  ppm  No  

Erosion of natural 
deposits; Water additive 
which promotes strong 
teeth; Fertilizer discharge  

Iron 
 07/23/2024 0.357 0.0725 – 

0.357  1.0 ppm No  

This contamination is not 
currently regulated by 
USEPA. However, the 
state regulates. Erosion 
of natural deposits 
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Manganese 07/23/2024 14.3 3.71 – 14.3 150  150  ppb  No  

This contamination is not 
currently regulated by 
USEPA. However, the 
state regulates. Erosion 
of natural deposits  

Selenium  

07/23/2024 0.401 0.199 – 
0.401 50 50 Ppb No 

Discharge from 
petroleum and metal 
refineries; Erosion of 
natural deposits; 
Discharge from mines. 

Sodium 
 07/23/2024 3320 2440 - 3322    ppm No 

Erosion of naturally 
occurring deposits. Used 
in water softener 
regeneration. 

Zink 07/23/2024 0.00345 0 – 0.00345 5 5  ppm No 

This contamination is not 
currently regulated by 
USEPA. However, the 
state regulates. Naturally 
occurring; discharge from 
metal. 

*Iron, Manganese and Zinc are not currently regulated by USEPA.  However, the State of Illinois 
has set MCLs for these contaminants for supplies serving a population of 1,000 or more. 
**There is not a state or federal MCL for sodium. Monitoring is required to provide information to 
consumers and health officials that are concerned about sodium intake due to dietary precautions.  
If you are on a sodium-restricted diet, you should consult a physician about this level of sodium 
in the water. 
 

RADIOACTIVE CONTAMINANTS 

RADIOACTIVE 
CONTAMINANTS 

COLLECTION 
DATE 

HIGHEST 
LEVEL 
DETECTED 

RANGE OF 
LEVELS 
DETECTED 

MCLG MCL UNITS VIOLATION 
LIKELY 
SOURCE OF 
CONTAMINANT 

Combined 
Radium      
226/228 

07/23/2024 4.34 2.94- 4.34 0 5 pCi/L NO Erosion of 
natural deposits 

Gross Alpha 
Excluding Radon 
and Uranium 

07/23/2024 3.6 0.996- 3.6 0 15 pCi/L NO Erosion of 
natural deposits 

Note: The state requires monitoring of certain contaminants less than once per year because the 
concentration of these contaminants does not change frequently.  Therefore, some of this data 
may be more than one year old. 
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COLIFORM BACTERIA 

MAXIMUM 
CONTAMINA
NT GOAL 

TOTAL 
COLIFORM 
MAXIMUM 
CONTAMINA
NT LEVEL 

HIGHEST 
NO. OF 
POSITIV
E 

FECAL 
COLIFORM 
OR E. COLI 
MAXIMUM 
CONTAMINA
NT LEVEL 

TOTAL NO. OF 
POSITIVE E. 
COLI or FECAL 
COLIFORM 
SAMPLES 

VIOLATI
ON 

LIKELY SOURCE OF 
CONTAMINATION 

0 0 0  0 N Naturally present in 
environment. 

 Violations  
Consumer Confidence Rule 
The Consumer Confidence Rule requires community water system to prepare and provide to their customers annual consumer 
confidence reports on the quality of the water delivered by the system 
Violation Type Violation Begin  Violation End Violation Explanation 
CCR Adequacy / 
Availability / 
Content 

07/01/2025 2025 We failed to provide you, our drinking water customers, with an annual 
report that adequately informed you about the quality of our drinking 
water and the risks from exposure to contaminants detected in our 
drinking water. This was addressed and going forward all information 
will be in the CCR.  

 
Haloacetic Acids (HAA5) 
Some people who drink Haloacetic acids contain more than the MCL over many years may have an increased risk of getting cancer. 

Violation Type Violation Begin  Violation End Violation Explanation 
Monitoring, Routine 
(DBP), Major 

01/01/2025 12/31/2025 We failed to test our drinking water for the contaminant and period 
indicated. Because of this failure, we cannot be sure of the quality of 
our drinking water during the period indicated. Collection was required 
8/1/26 – 8/31/26 and the sample was taken on 9/15/26. 

 
Lead and Copper Rule 
The Lead and Copper Rule protect public health by minimizing lead and copper levels in drinking water, primarily by reducing water 
corrosivity, Lead and copper enter drinking water mainly from corrosion of lead and copper containing plumbing materials. 
Violation Type Violation Begin  Violation End Violation Explanation 
LSL Inventory - 
Initial 

10/17/2024 05/29/2025 We failed to develop an approvable initial inventory of service lines 
connected to our distribution system by October 16, 2024.  This was 
updated on 5/29/25. 

 
Public Notification Rule 
The Public Notification Rule helps to ensure that consumers will always know if there is a problem with their drinking water. These 
notices immediately alert consumers if there is a serious problem with their drinking water (e.g., a boil water emergency) 
Violation Type Violation Begin  Violation End Violation Explanation 
Public Notice Rule 
Linked to Violation 

8/22/2025 11/25/25 We failed to adequately notify you, our drinking water consumers, about 
a violation of the drinking water regulations. This was corrected on 
11/25/25. 

 
Total Trihalomethanes (TTHM) 
Some people who drink water containing trihalomethanes more than the MCL over many years may experience problems with their 
liver, kidneys, of central nervous systems, and may have an increased risk of getting cancer. 
Violation Type Violation Begin  Violation End Violation Explanation 
Monitoring, Routine 
(DBP) 

01/01/2025 12/31/2025 We failed to test our drinking water for the contaminant and period 
indicated. Because of this failure, we cannot be sure of the quality of 
our drinking water during the period indicated.  Collection was required 
8/1/26 – 8/31/26 and the sample was taken 9/15/26. 

 
Note: All Violations have been addressed, and the City of Galena is complemented with the Illinois EPA. 
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SUMMARY 

Copies of this report are available at City Hall, 101 Green Street, Galena, IL 61036. There is no 
charge for this service. We are pleased to conclude this annual report by reiterating that 
Galena’s drinking water is safe and meets all federal and state requirements. We will continue 
to keep you informed about the quality of your water and the services provided.  

If you have any questions regarding the content of this report or about your water utility, please 
call Andrew Schuler (USW Water Project Manager) at 815-777-9315. To be informed of policy 
decisions affecting the operation of the water utility, please monitor the Galena City Council 
agenda. Agendas are posted at the Galena City Hall at least 48 hours before each City Council 
meeting or are available at www.cityofgalena.org. Meetings are held on the second and fourth 
Monday of each month at 6:30 p.m. at Galena City Hall. 

http://www.cityofgalena.org/
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